Abstract-The UK has reached, thanks to the Feed-In-Tariff scheme, an installed photovoltaic (PV) capacity of almost 1.5GW mostly connected to low voltage (LV) networks. Voltage rise issues have started to appear particularly in clusters of PV systems. Thus, in order to defer potential network reinforcements, Distribution Network Operators have to consider alternative solutions that can cost-effectively allow hosting the ongoing and future uptake of PV systems. Adopting a thorough Monte Carlo-based analysis, this work evaluates the potential benefits from using the power factor capabilities of PV systems connected to LV feeders. The results, based on a real UK suburban LV feeder, show that for a given penetration level, the number of customers affected by voltage issues at a given penetration level can be significantly reduced when adopting PV reactive power absorption. However, this strategy had a limited effect on the reduction of the overall voltage rise issue.
I. INTRODUCTION
In the last few years, the installed photovoltaic (PV) capacity in the UK has grown from almost zero to 1.5 GW [1] thanks to the Feed-In-Tariff scheme. Installations are mainly domestic (single phase) ranging from 3 to 4 kWp. Although the PV installed capacity is only a fraction of the national peak demand, issues in low voltage (LV) networks have started to appear particularly in clusters of PV systems (e.g., housing associations). One of these problems is the voltage rise given that in the UK high PV generation is coincident with, typically, low levels of demand. Indeed, voltage rise can significantly limit the hosting capacity of LV networks [2] - [3] .
In the UK, as in other countries, PV installations have to be capable of operating within a power factor range (0.95 inductive/capacitive [4] ). However, DNOs do not typically request any specific settings resulting in PV installations adopting unity power factor. This readily available reactive power absorption capability could represent an opportunity to counteract the voltage rise due to reverse power flows.
Some recent studies have dealt with different aspects when assessing the hosting capacity of LV networks. In [5] the cost effectiveness and technical impacts of several reactive power supply methods for PV units like Q(U) and Q(P) were investigated considering a real suburban network. However, only the worst case scenario (no load-max generation), fixed PV locations and equal PV size were adopted to evaluate the hosting capacity. The load and PV power profile uncertainties were taken account of in [6] to assess the impacts of PV and micro combined heat and power (μCHP) technologies. It is worth noting that a specific PV unit size was considered. In [7] four real feeders have been object of a PV impact study. The PVs have been located in several different locations (beginning, end, random and all in one phase). In [8] both statistic and deterministic approaches are proposed. However, these were applied to evaluate the wind power hosting capacity of MV networks adopting the voltage of the LV end-users as a metric.
Deterministic methods using simplified or synthetic feeders, average load profiles and based on the worst case scenario are usually adopted by DNOs. However, when evaluating the impacts of low carbon technologies, the unpredictability of size, position and production profiles is an aspect that must be considered. This is also the case when modeling residential loads. In addition, while test networks are very useful in carrying out impact studies, they cannot capture the particular feature of real LV networks (e.g., unbalanced load connections, cable types, etc.). Finally, it is crucial to assess the corresponding effect considering metrics used by DNOs, such as voltage compliance with the standard EN 50160.
This study proposes a Monte Carlo-based approach applied to a real UK LV network considering all the above discussed uncertainties. The hosting capacity is evaluated considering the probability of occurrence of overvoltage at customer level according to different PV power factors. This paper is structured as follow: Section II describes the network under study and the adopted load and PV profiles. In Section III the proposed method is explained. Thereafter in Section IV the hosting capacity is evaluated considering PV installations absorbing reactive power. Finally the conclusions are drawn in Section V.
II. FEEDER, LOAD AND PV MODELLING

A. Real UK LV network
The feeder under study, shown in Fig. 1 , is part of an LV underground network located in the North West of England. This is a 400V three-phase feeder with neutral where each customer is single-phase connected. The total cable length is 2272m and the average R/X ratio is 10.1 with a distribution detailed in Table I . Each customer is defined by a consecutive number from 1 to 70 as illustrated in Fig.1 for a few points.
B. Feeder
As previous studies have highlighted (e.g., [6] , [7] , [9] ), a four wire modelization is necessary in order to deal with unbalances that characterize real LV networks. Hence a 4x4 impedance matrix representation has been adopted for each line since zero and positive impedances as well as geometric cable features were available. Several neutral to ground connections (aka protective multiple earth) have been considered along the feeder consistently to UK practices. In addition, the resistance for neutral to ground connections at homes (through water pipes or other conductive elements) has been estimated. In [10] is highlighted that if the effects of neutral wire are neglected the solution of voltages and currents will be incorrect. Moreover, the corresponding ground current obtained in the model is corroborated by real field measurements. 
C. Load Profiles
Each load profile has been produced by a stochastic modeling tool [11] (CREST tool) that realistically simulates the residential demand. A pool of 1000 summer daily profiles has been generated. The number of people in each house is consistent with the UK statistics [12] . Finally, the power factor has been considered equal to 0.95 and constant all the time.
D. PV profiles
In order to increase the confidence on the results, real irradiance data has been adopted. In particular, a pool of 88 daily irradiance profiles ranging from June to August has been used. A realistic proportion of cloudy and sunny UK days is considered. Moreover, the optimal tilt and azimuth have been assumed. An overall efficiency of inverter and cable of 95% has been adopted. The spread of PV sizes follows UK national statistics [1] .
It is important to highlight that in this work PV penetration (PV%) is expressed as percentage of customers with a PV installation. An example of a domestic load (4 people) and a PV profile (2 kWp) is shown in Fig.2 .
III. METHODOLOGY
To determine how PV reactive power absorption impacts on the hosting capacity of an LV feeder, it is necessary to assess:
• Different PV power factors (PFs). Aligned with the UK requirements [3] , it will be considered 0.95, 0.975 (both absorbing var) and unity power factors.
• Different PV penetration levels (PV%). A range from 0% to 100% (with 10% steps) will be considered here.
The combination of the above as well as other aspects such as the location of PV installations and load characteristics, create a myriad of scenarios. Consequently, to evaluate a representative sample of all possible scenarios a Monte Carlo approach will be adopted [2] - [3] .
To determine the technical characteristics for each scenario, four 'input variables' for the Monte Carlo technique have been defined. They are presented in Table II . The sample to be studied in this work consists of 1000 scenarios per PV%-PV combination. The results will be representative of the whole (unknown) population thanks to a random choice of possible input variables within a "realistic" domain as defined Table II . The occurrence of voltage issues (and any other technical parameter) can then be quantified on a statistical basis after analyzing each of these 1000 scenarios. The procedure carried out is summarized in Fig.3 .
In terms of the power flow analysis, OpenDSS [13] was used given its ability to model unbalanced networks and run time series power flows.
Finally, the impact on voltages is assessed considering the standard EN50160. This standard (adapted for UK LV networks) states that the 10 minute rms phase to neutral voltages should not exceed 10% of nominal (230V). Although the standard considers a week, here it will be used for a day. 
IV. RESULTS
A. Overall Analysis
The 'risk' associated with the hosting capacity for each PV%-PF set of scenarios is considered here as the frequency whereby a voltage problem appears. This is shown in Fig.4 .
For instance, with a penetration level of 20% (or 43.1kWp of total average installed PV capacity) and PF=0.95, voltage problems will be experienced in 0.7% of the corresponding 1000 scenarios. For this case, the potential 'risk' might be considered very low by the DNO and hence connection requests up to that level (14 customers) could proceed quickly (even with unity power factor).
The 95% confidence interval (CI) is defined by the standard deviation σ and the average μ both of them derived by applying the Central Limit Theorem [14] . The results reinforce the expected positive correlation between a PF absorbing reactive power and the voltage rise problem.
For penetration levels up to 30% the relative benefit is significant (about 50% reduction in some cases) because the voltage limits have been exceeded by only tenths of volts in many scenarios with PF=1. In this case the absorption of var will be strong enough to bring voltages within the limits with PF=0.95.
Assuming that the DNO can only accept a 'low risk' of 5% (i.e., voltage issues occurring in 5% of the corresponding 1000 scenarios), then the maximum hosting capacity for the studied LV feeder is 30% (or 21 customers with a total average installed PV capacity of 65kWp). For this penetration, although the PV absorption of reactive power brings benefits (the risk can be limited to 3.9%), unity power factor is still adequate.
Beyond 30% voltage issues become much more frequent and sharply increase for higher PV penetrations. At the same time, the relative benefit of PV reactive power absorption reduces with more PV installations. Indeed, while for a penetration of 40% the 'risk' is cut a third when adopting PF=0.95, this becomes a tiny fraction for penetrations exceeding 60%. This highlights the fact that although the PV absorption of reactive power does bring benefits, they might not be that significant when they are needed the most, i.e., at high penetrations.
B. Analysis per Customer
A much closer look at the location of the voltage issues can reveal other aspects when assessing the hosting capacity of LV feeders. Fig.5 presents the frequency of voltage issues per customer for a PV penetration of 30%.
From this figure, it is clear that customers 66, 67 and 68 are the 'bottleneck' in terms of hosting capacity as they experience the highest frequency of voltage issues. This is mainly because of their relative geographical position in the feeder (the end of a corridor, see Fig.1 ). It can also be seen the extent to which a PF=0.95 benefits individual customers, reducing the frequency of voltage issues to less than 1.5%. In addition, it is worth noting that the highest frequency of voltage issues for a single customer (almost 3%, customer 67) is less than the frequency for the feeder as a whole (5.6%, Fig.5 ). This means that no customer experiences voltage issues for all the problematic scenarios summarized in Fig.5 .
The number of customers with problems in each PV%-PF set of scenarios is summarized in Fig. 6 . For a PV penetration of 30%, an average of 0.07 customers (i.e., 0.1%) could experience problems. With 80% of customers with PV installations and PF=0.95, only less than a tenth might be affected by voltage issues in average. However, as shown in Fig. 5 , this is very likely to happen (59.4% of the simulated scenarios). It can also be observed that there is a positive correlation between voltage problems and reactive power absorption. It decreases the average number of customers affected from 50% (PV%=40%) to 24% (PV%=100%) when the PF is set from 1 to 0.95 (absorbing var). This means that, although the reactive power absorption might not avoid the occurrence of voltage issues for the feeder as a whole, it is a strategy that could reduce the number of customers affected by it.
V. DISCUSSION
A. Modeling Aspects
It is important to stress that the assessment of the hosting capacity of LV feeders is as good as the technical considerations taken.
For the studied feeder, the following aspects have a significant impact on the results:
• High PV generation and low demand that characterizes a typical residential feeder in the UK summer period;
• Several customers are relatively far from the substation;
• PV reactive power absorption was modeled solely based on the power factor (no P-Q capability curve);
• Phase-to-ground busbar voltage was set to constant 240V (1.04 p.u); and, • Protective multiple earth (PME) connections were modeled.
In practice, LV busbars can be considered to provide constant values of voltages (although this depends on the characteristics of the upstream network). However, the actual voltage magnitude (i.e., off load tap settings) becomes an important parameter that can significantly affect the hosting capacity [3] .
Phase connections of customers were relatively balanced (20-24-26 customers in phase A-B-C, respectively) albeit currents through the neutral, sometimes even higher than phase currents, were found (which is consistent with what happens in practice).The ground connections along the feeder and at house level (i.e., PME) led to a positive effect in reducing the neutral voltage. However, it is difficult to quantify the effects of this detailed modeling on the whole analysis.
B. Monte Carlo Simulations
The number of adopted scenarios per PV%-PF combination is a key aspect for the success of a Monte-Carlo based approach. A low number could lead to false results. On the other hand, too many scenarios could require unnecessary computational resources and time. For instance, considering the studied LV feeder, 500 to 600 scenarios could give only 'oscillating' solutions as clearly shown in Fig.7 .
However, the stability of one solution does not imply its reliability. In other words it could be stable but converge to a value not representative of the whole population. To illustrate this, three Monte Carlo simulations have been run for different PV%-PF cases (Table III) .
The average frequencies of voltage issues are quite close to each other; very often within one standard deviation. Given that it is unlikely that three independent Monte Carlo runs produce almost the same wrong solutions, the stability and reliability of 1000 scenarios is considered to be robust.
VI. CONCLUSION
A Monte Carlo-based approach was adopted to investigate the benefits of PV reactive power absorption on the hosting capacity of LV feeders.
The results, based on a real UK suburban LV feeder, show that when looking at the performance of the feeder, the PV absorption of reactive power does help improving voltages (i.e., reducing voltage excursions). However, the improvements are very limited and even less during high penetration levels -when is needed the most.
Nonetheless, although the reactive power absorption might not avoid the occurrence of voltage issues for the feeder as a whole, the results clearly demonstrated that this strategy could reduce the number of customers affected by it.
Consequently, where small-scale PV connections are by regulation requested to have the capability to absorb reactive power (as is the case in the UK), then this should be considered as a zero-cost opportunity to help tackling voltage rise issues.
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